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Coast Guard, DHS § 159.123 

submerged in each of the following sub-
stances for 100 hours at an ambient 
temperature of 22 °C. 

(1) Sewage. 
(2) Any disinfectant that is required 

in the operation of the device. 
(3) Any chemical compound in solid, 

liquid or gaseous form, used, emitted 
or produced in the operation of the de-
vice. 

(4) Fresh or salt (3.5 percent Sodium 
Chloride) flush water. 

(5) Toilet bowl cleaners. 
(6) Engine Oil (SAE/30). 
(7) Ethylene Glycol. 
(8) Detergents (household and bilge 

cleaning type). 
(c) A sample of the material must be 

doused 20 times, with a 1 hour drying 
period between dousings, in each of the 
following substances: 

(1) Gasoline. 
(2) Diesel fuel. 
(3) Mineral spirits. 
(4) Turpentine. 
(5) Methyl alcohol. 

§ 159.119 Operability test; temperature 
range. 

The device must operate in an ambi-
ent temperature of 5 °C with inlet oper-
ating fluid temperature varying from 2 
°C to 32 °C and in an ambient tempera-
ture of 50 °C with inlet operating fluid 
temperature varying from 2 °C to 32 °C. 

§ 159.121 Sewage processing test. 
(a) The device must process human 

sewage in the manner for which it is 
designed when tested in accordance 
with this section. There must be no 
sewage or sewage-treating chemicals 
remaining on surfaces or in crevices 
that could come in contact with a per-
son using the device or servicing the 
device in accordance with the instruc-
tions supplied under § 159.57(b)(7). 

(b) During the test the device must 
be operated and maintained in accord-
ance with the manufacturer’s instruc-
tions. Any initial start-up time speci-
fied by the manufacturer must be al-
lowed before test periods begin. For 1 
hour of each 8-hour test period, the de-
vice must be tilted to the maximum 
angles specified by the manufacturer 
under §§ 159.55 and 159.57. 

(c) Except for devices described in 
paragraph (d) of this section, the de-

vices must process and discharge or 
store human sewage over at least an 8- 
consecutive hour period on at least 10 
days within a 20-day period. The device 
must receive human sewage consisting 
of fecal matter, urine, and toilet paper 
in a ratio of four urinations to one 
defecation with at least one defecation 
per person per day. Devices must be 
tested at their average rate of capacity 
as specified in § 159.57. In addition, dur-
ing three periods of each day the sys-
tem must process sewage at the peak 
capacity for the period of time it is 
rated at peak capacity. 

(d) A device that processes and dis-
charges continuously between indi-
vidual use periods or a large device, as 
determined by the Coast Guard, must 
process and discharge sewage over at 
least 10-consecutive days at the aver-
age daily capacity specified by the 
manufacturer. During three periods of 
each day the system must process sew-
age at the peak capacity for the period 
of time it is rated at peak capacity. 
The sewage for this test must be fresh, 
domestic sewage to which primary 
sludge has been added, as necessary, to 
create a test sewage with a minimum 
of 500 milligrams of suspended solids 
per liter. 

[CGD 73–83, 40 FR 4624, Jan. 30, 1975, as 
amended by USCG–2002–12471, 67 FR 41333, 
June 18, 2002] 

§ 159.123 Coliform test: Type I devices. 

(a) The arithmetic mean of the fecal 
coliform bacteria in 38 of 40 samples of 
effluent discharged from a Type I de-
vice during the test described in 
§ 159.121 must be less than 1000 per 100 
milliliters when tested in accordance 
with 40 CFR Part 136. 

(b) The 40 samples must be taken 
from the device as follows: During each 
of the 10-test days, one sample must be 
taken at the beginning, middle, and 
end of an 8-consecutive hour period 
with one additional sample taken im-
mediately following the peak capacity 
processing period. 

[CGD 73–83, 40 FR 4624, Jan. 30, 1975, as 
amended by CGD 75–213, 41 FR 15326, Apr. 12, 
1976] 
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